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TESTING: Required emergency lighting systems including exit signs shall be tested for proper operation for a minimum of 30 seconds every month. An
annual test shall be conducted for at least 1 hour. Equipment shall function properly for the duration of these tests.
RECORDS: A written record of tests and maintenance shall be kept of premises at all times. A copy shall be provided to the Fire Safety Office upon request.




